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>~ APPLICATION: TECHNICAL SPECIFICATIONS:
N
?% ®Remote central station notification ®*SHARP® Infrared optical sensor
e ®Local alarm monitoring ®Normally Open and Normally Closed
®Triggering video surveillance and contact terminals
recording systems ®Single pole, double throw, Form "C"
®Active relay for trap door systems ;e4|a\>/brca;1ted at 1 Amp at 24 VAC or
®For Indoor applications ONLY. '
INFRARED ®Sensor Power - 12 through 30 VDC (ONLY)
SENSOR WIRE FEATURES:
COLOR CODE ®Non-Mechanical operation
POWER LEADS:. : ®Sensor is concealed within the unit
Red - Positive
Black - Negative ®Sensor does not require any adjustment
RELAY LEADS: ®Ignores ambient light, detecting radiant
Blue - Common Infrared reflections off the pullman latch
(gm Yellow - Normally Open (NO) ®Increase life and decrease in maintenance
White - Normally Closed (NC) due to electronic versus mechanical
|
| operation

PREINSTALLATION CONSIDERATION: 2

When Mounting the 4800LB, the pullman latch must be positioned as close 0
as possible to the vertical center of the latch cavity. Having the latch on
center will ensure that the sensor will have enough surface to detect.

You can use the 1/8" and 1/4” spacer (included, 1/4” is for 4850LB only) to
move the 4850LB/4800LB closer to the panic bar. Q
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VOLTAGE CURRENT DRAW

\ /__/—ﬁ-;’ ) 12vDC 22mA

% 24vVDC 20mA
\\‘T]/ .’ 30VDC 18mA Spacer Plate
S~ dle-"" | B SENSOR WIRE TERMINAL | WIRING SCHEMATICS FOR TYPICAL APPLICATIONS
COLOR CODING ASSIGNMENTS

(=) For an alarm system a COMMON TRANSFORMER
TRm NOTE: Buzzer of Bell can be POWER
. . ired to the NO t inal
Please observe proper polarity for the LB sensor. The RED wire stlljrsh tr?at \f,hen tfé";'ggr NO
terminal must be attached to the POSITIVE side and the BLACK wire is open the Buzzer or Bell @
terminal must be attached to the NEGATIVE side. will sound. NC g:ffER OR
RELAY
RED + For a security system
circuit can be connected COMMON
to the common and the IIIIIII [:]
other side to the NC NO |
s BLEcOMMON (COM) RELAY TERMINALS | terminal so that when the
(@) YELLOW - NORMALLY OPEN (NO) JTO USER DEVICE OR door is open, the system N =

N SENSORS. senses the relay switch
WHITE - NORMALLY CLOSED (NC) as open RELAY



WIRING SCHEMATICS FOR DIFFERENT APPLICATIONS

PANEL SIDE
CONGRRELAY " WIRING
FRAME SIDE ]
WIRING = sTRIKE POWER S powen
WIRE LEADS ‘., x POWER
€ 120
FOUR WIRE € I !S_ﬁﬂ]:w\c
SCHEMATIC UTILIZING ([O € " =
ONE TRANSFORMER - l CONTROL
1 PANEL
This wiring arrangement LB SENSOR POWER |
WIRE LEADS I
uses the least amount of 1 Q
conductors between the — — >S€
Panel and the Frame. R0 € \ 0
o BLUE COMMON (COM) ’ J
o YELLOW - NORMALLY OPEN (NO) HOOk-Up to either
T WHITE - NORMALLY CLOSED (NC), Normally Open PANEL INDICATOR
""" or Normally OR OTHER
LB SENSOR SIGNAL Closed Terminal SIGNALING DEVICE
WIRE LEADS
PANEL SIDE
CONGRRELAY WIRING
FRAME SIDE ]
WIRING STRIKE POWER v " power
WIRE LEAI(D ’ “ ~]* Y20 I
FIVE WIRE SCHEMATIC = it '_ADZ. VAC
UTILIZING TWO e \ POWER
TRANSFORMERS ] . 12,24V0C  SUPPLY 2 CONTROL
o . L| ) :,ZA% PANEL
If the Signaling Device or LB SENSOR POWER [V 1
Panel Indicator requires a WIRE LEADS '
different voltage, this BLACK- | )Q_
wiring scheme can be RED+ & J X
used. < \ J
i BLUE COMMON (EOM) J
o YELLOW - NORMALLY OPEN (NO) | Hook-up to either
o WATE-NORNGY L08R M1 or Normaly - OR OTHER. -
LB SENSOR SIGNAL Closed Terminal SIGNALING DEVICE
WIRE LEADS
PANEL SIDE
conps s WIRING
FRAME SIDE )|
WIRING STRIKE POWER ¢ o ~Fower
WIRE LEADS ’ \ ~* 20 i
c == | S=vac
SIX WIRE SCHEMATIC W € f 1 =
UTILIZING THREE - 12-24VDC  POWER
TRANSFORMERS 1 . i suerLY2 CONTROL
i | =, PANEL
This wiring arrangement LB SENSOR POWER d | I -
is used to isolate the E:ﬂ WIRE LEADS I Q I 120
strike operation, from the BLACK- 1L T >=€ ﬂ;w\c
LB sensor power board RED+ A s%%vgffa
and finally the Panel N \ / )
Indicator or Signaling || uw BLUE COMMON (COM)
Device. =3

YELLOW - NORMALLY OPEN (NO)

Hook-up to either

WHITE - NORMALLY CLOSED (NC)

LB SENSOR SIGNAL

WIRE LEADS

Normally Open
Y or Normally
Closed Terminal

PANEL INDICATOR
OR OTHER
SIGNALING DEVICE




